SECTION 260904- THERMAL (BTU) METER INTERCONNECTION DETAIL

GENERAL NOTE: DETAIL IS APPLICABLE FOR 1-CHANNEL METER; 2-CHANNEL METER IS TYPICAL, EXCEPT FOR 2 SETS OF FLOW & TEMP. SENSOR WIRING.

NOTE: FOR OWNER FURNISHED/INSTALLED METER, METER VENDOR WILL FURNISH & INSTALL SENSOR & INSTRUMENT WIRING. CONTRACTOR TO PROVIDE METER INSTALLATION, ADDITIONAL POWER, COMMUNICATIONS CIRCUITS & ALL REQUIRED CONDUIT.